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SCHOOL INFORMATION PROFILE 
 

Sir James Dunn Public School 
 

P.O. Box 560, 36 McKinley Avenue, Wawa, ON P0S 1K0 

 

a) Facility Profile      
 

1) General Description of Physical Structure: 
 

Sir James Dunn Public School was built in 1920 but was destroyed by fire in 1973.  A 
completely new structure was built in 1975. It was constructed as a two-storey building without a 
basement.  The total size of the building is 3,261 square metres and sits on 2.04 hectares of 
land.   
 
The structure of the building consists of: 

• Masonry and block walls  

• Painted masonry and gypsum board walls 

• Exterior walls combination of precast, concrete and metal siding  

• Flat roofs (main, gymnasium and kindergarten) 

• Metal roof decking 

• Brick veneer exterior 

• Steel trusses 

• Steel joists and load bearing masonry 

• Roof coverings are PVC roof assembly system 

• Interior finishes are mainly VCT 

• Vinyl and carpet flooring 

• Acoustic ceilings 
 

2) Maps: 
 

• For the Site Plan and Floor Plan – see Appendix A and B 

• For the School Attendance Area (Boundary) Map – see Appendix C 

• For the Context Map (air Photo) – see Appendix D 

• For the Planning Map (plan or secondary plan land use) – see Appendix E 
 

3) Description of Equipment/ Facilities: 
 

Ventilation 
 

HVAC is provided by one central air handler, one rooftop Energy Recovery Ventilator, 
numerous variable air volume boxes and electric heating terminal units.  The remaining 
ventilation is provided by inefficient rooftop exhaust and various internal exhaust and 
return fans.  HVAC controls are provided by a mix of pneumatic, directed digital controls 
and a building automation system. 
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Heating 
 

  Heating is provided by five oil fired boilers installed in 2007 which are in good condition.   
The boilers are connected to a glycol system which supplies heating coils in air handlers 
and reheat coils.   
Domestic hot water is provided by one water heater, which is connected to a boiler 
through a heat exchanger.  

 
Safety 
 

There are fire extinguishers placed throughout the school with a Microm fire alarm panel.   
The emergency lighting is provided by wall mounted battery pack units.  There is a 
security system that includes a panel, motion detectors, sensors, keypads, intercom and 
surveillance cameras.  
 
Electrical 
 

  The electrical in the building is supplied as follows: 

• Main switchgear has 400 amp capacity 

• Interior lighting provided by CRLs, T8 with electronic ballasts and HID lamps 

• Exterior lighting provided by wall mounted and recessed soffit lighting fixtures 
with HID and incandescent lamps 

• Public address system with console 

• Information technology system  
 

Accessibility 
 

The school is barrier free accessible. It is equipped with a lift which services two floors, 
has a 454 KG capacity and is in good condition.  It was installed in 1988 and has been 
well maintained.  There are walk ways and ramp service with concrete landings and one 
accessible parking space in the east parking lot.  
 
Site (Parking & Play Areas): 

 
Parking - The parking lot is located on the south side of the building.  There are 31 
parking spaces on site with one accessible parking space in the east parking lot.  There 
are approximately 7 parking spaces in the gravel overflow parking lot on the north side of 
the school off the gym.  
The adequacy of the parking and bus/ car access and egress is exceptional. 
 
Play Area – Sir James Dunn Public School has the following in their play area: 

• Four Basketball Courts 

• One Outdoor Volleyball Court 

• Large Soccer Field 

• Large Sand area with Playground Equipment 

• Large Green Space (open grass area for play) 

• Two Baseball Diamonds 

• Common Area (tables and benches) 

• Three, Four Square and Two, Hop Scotch Areas 
 
 
 



Algoma District School Board School Pupil/ School Accommodation Review 

 3 

 

 
 
 
 
 
 

 

4) Condition of Building: 
 

Electrical 
 

Electrically, the school is in fair condition.  The main switchgear, fire panel, public 
address panel and information technology system are all in good condition.   
Based on age of components and observed site conditions, the following electrical 
equipment requires replacement:  
 

• Approximately 50% of exterior lighting 

• Exit lighting 

• Emergency lighting 

• Gym lighting 
 

Mechanical Equipment 
 

Based on age of components and observed site conditions the following mechanical 
equipment requires replacement: 
 

• Plumbing fixtures 

• Domestic water distribution 

• Sanitary waste distribution 

• Rain water drainage system 

• Ventilation system 
 

Architectural Components 
 
It is suggested that the portables be removed as there are signs of deterioration and roof 
leaks and they are currently only used for storage.  One unit could be retained for 
maintenance/ storage use.  
 
Asbestos: 
There is Asbestos in the building.  A detailed designated substances report identifying 
the quantity of asbestos of the building is provided (see Appendix F). 

 
 
 
 
 
 
 
 
 
 
 

CONDITION OF PARKING/ PLAY AREA 

Site     Type Condition 

Parking Lot Paved Good 

Play Structures Wood/Plastic Coated Metal Fair to Good 

Play Areas Grass  Poor to Fair 
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Physical Status Summary 
 

A Physical Status Summary of Sir James Dunn Public School was done in October 2016 
and reviewed for accuracy on October 26, 2016:  

 
ROOF EXTERIOR WALLS 

Roof # Age Type Condition Addition Age Type Condition 

1 2005 SPM G Original 28 B G 

2 2005 SPM G         

3 2005 SPM G         

WINDOWS HEATING 

Addition Age Condition Fuel Age Condition   

Original  28 P NG 9 G   

      NG 9 G   

LEGEND 

VP - very poor - immediate replacement    SPM - Single Ply Membrane   

P - poor - replace within 1 to 5 years PCM - Plastic Coated Metal   

F - fair - replace within 6 to 10 years W - Wood   

G - good - replace in excess of 10 years B - Brick   

TG - Tar and Gravel   M - Metal   
MM - Modified 
Membrane             

 
 

5) Utility Costs: 
 

Year  

Ending 

Electricity Per 

Square 

Foot 

Gas Water/Sewer Per 

Square 

Foot 

Oil Per 

Square 

Foot 

Total 

Per 

Square 

Foot 

Total 

Per 

Student kWh Charge 
Cu. 

Mtre 
Charge 

Cu. 

Mtre 

Water/

Sewer 
Litres Charge 

August 

 2015 
177,846 $28,286 $0.83 n/a n/a n/a $4,490 $0.13 30,675 $29,536 $0.87 $1.83 $514.98 

August 

 2014 
217,161 $33,336 $0.98 n/a n/a n/a $4,255 $0.12 29,317 $35,130 $1.03 $2.14 $601.00 

August 

2013 
202,684 $32,250 $0.95 n/a n/a n/a $3,616 $0.11 35,364 $38,556 $1.13 $2.19 $615.06 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



Algoma District School Board School Pupil/ School Accommodation Review 

 5 

 

6) Room Utilization/ OTG: 
 

 
  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

7) Transportation: 
 

% of Students Eligible for Transportation 

 School Eligible (%) Non-Eligible (%) Out of Area Students 

SIR JAMES DUNN P.S. 34% 66% 0 

 Student Ride Times 

 School Longest (min) Shortest (min) Average (min) 

SIR JAMES DUNN P.S 75 5 35 

Room  

Number 
Space Type Current Use OTG 

 1 Classroom Junior / Senior Kindergarten 23 

 8 Classroom Senior Kindergarten 23 

 2 Classroom Classroom 23 

 3 Classroom Classroom 23 

 4 Classroom Classroom 23 

 5 Classroom Classroom 23 

 6 Classroom Classroom 23 

 7 Classroom Classroom 23 

 12 Classroom Classroom 23 

 13 Classroom Classroom 23 

 14 Classroom Classroom 23 

 15 Classroom Classroom 23 

 16 Classroom Classroom 23 

 10 Gymnasium Gymnasium 0 

 19,20 Library Resource Centre Library Resource 0 

 11 Other Mechanical Room 0 

 9 Resource Room Resource-General 12 

 18 Science Room Science 23 

 17 Special Ed. Classroom 9 

 33 Staff Work Rm./Lounge Staff Work/Lounge 0 

 343 

 Number of Instructional Rooms 13 

Number of Portables (used for storage) 1 

Number of Portapaks 1 

There is one Portapak on site containing four classrooms, two seminar rooms and a music 

room.  At this time, it is used for storage. 

OTG (On-the-Ground-Capacity) 343 

*On-the-Ground-Capacity is the actual number of students a school can house 

It is determined by calculating the occupancy level of each "instructional classroom" in a 

school. 
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Below is a measure of proximity of the students at Sir James Dunn Public School to the school 
itself: 

   
  
 
 
 

8) Current Facility Condition Index (FCI): 
 
The Facility Condition Index or FCI is an industry standard index that measures the relative 
condition of the facility by considering the costs of deferred maintenance and repairs as well as 
the value of the facility.  FCI allows condition benchmarking between facilities of unequal size 
and composition, both within and among institutions.  FCI is calculated by dividing the Current 
Renewal needs by asset replacement cost.   
 
Sir James Dunn Public School has an FCI of 41% (0.41).  The Ministry standard considers a 
school with an FCI of 30-65% to be in poor condition.   

 
9) Ten Year History of Major Facility Improvements: 

 

Projects 2007 2008 2009 2010 2011 2012 2013 2014 2015 2016 

PAVING $33,148.00  $0.00  $0.00  $0.00  $0.00  $0.00  $0.00  $0.00  $0.00  $0.00  

GYM HEATING UNIT $0.00  $0.00  $0.00  $0.00  $0.00  $0.00  $0.00  $0.00  $0.00  $0.00  

FLOORING $13,696.00  $0.00  $0.00  $0.00  $0.00  $0.00  $0.00  $0.00  $0.00  $0.00  

ELEVATOR UPGRADE $63,909.00  $0.00  $0.00  $0.00  $0.00  $0.00  $0.00  $0.00  $0.00  $0.00  

BOILER/VENTILIATION $145,000.00  $0.00  $0.00  $0.00  $0.00  $0.00  $0.00  $0.00  $0.00  $0.00  

PA SYSTEM UPGRADES $0.00  $0.00   $ 20,404.00  $0.00  $0.00  $0.00  $0.00  $0.00  $0.00  $0.00  

PARKING LOT 

UPGRADES $0.00  $0.00  $0.00  $0.00  $196,122.80  $0.00  $0.00  $0.00  $0.00  $0.00  

LIGHTING UPGRADE $0.00  $0.00  $0.00  $0.00  $0.00  $0.00  $0.00  $42,488.00  $0.00  $0.00  

Totals $255,753.00  $0.00  $20,404.00  $0.00  $196,122.80  $0.00  $0.00  $42,488.00  $0.00  $0.00  

Distance (km) 
 0.16 0.44 0.64 0.83 0.99 1.2 1.25 1.52 

0.18 0.45 0.65 0.83 1.02 1.2 1.26 1.52 

0.19 0.45 0.68 0.83 1.02 1.2 1.28 1.57 

0.19 0.45 0.68 0.85 1.03 1.21 1.31 1.57 

0.28 0.45 0.76 0.85 1.03 1.21 1.32 1.6 

0.3 0.45 0.76 0.87 1.07 1.21 1.41 1.6 

0.3 0.46 0.76 0.88 1.09 1.22 1.43 1.6 

0.3 0.46 0.78 0.88 1.1 1.23 1.43 8.9 

0.33 0.48 0.78 0.89 1.1 1.23 1.48 8.9 

0.34 0.48 0.8 0.89 1.17 1.23 1.48 9.48 

0.36 0.5 0.82 0.9 1.17 1.23 1.48 18.69 

0.38 0.5 0.82 0.9 1.17 1.23 1.51 24.74 

0.38 0.59 0.82 0.92 1.17 1.23 1.51 25.3 

0.44 0.62 0.82 0.92 1.2 1.25 1.51 25.46 

0.44 0.64 0.82 0.99 1.2 1.25 1.52 74.22 

74.22 

The Average Distance to Sir James Dunn Public School is: 5.2 km 74.22 

95.82 

98.04 
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10)  Projected Five Year Facility Renewal Needs: 
 

REQUIREMENT NAME 
REQUIREMENT RENEWAL 

COST 

Exterior Doors - Original building, addition one, main door $69,668.76  

Interior Doors - Original building and addition 1 $196,024.19  

Fittings - Original building and addition 1 $860,992.40  

Stairs - Interior stair construction original building, stair finishes $50,440.00  

Wall Finishes - Original building and addition 1 $228,005.57  

Floor Finishes -  Original building   $232,978.35  

Ceiling Finishes - Original building and addition 1  $653,792.33  

Plumbing Fixtures - Original building and addition 1 $207,292.80  

Domestic Water Distribution, Sanitary Waste Removal - original building $310,902.45  

Rain Water Drainage  $34.00  

Heating - Hot water boilers - addition 1, heating/ chilling water 

distribution original building, electric heating  
$928,970.85  

Fire Protection Specialties & Main Switchboard - Original building $52,334.62  

Lighting Equipment / Branch Wiring - Original building, addition 1, gym $673,471.85  

Fire Alarm, Public Address, Security and Other Communications & Alarm  

Systems - Original building and addition 1 
$66,082.55  

Parking Lots, Pedestrian Paving, Playing Fields, Signage & Landscaping $255,973.45  

Total $4,786,964.16  

 
 

b) Instructional Profile  
 

1) Staff Description/ Current Grade Configuration and Organization: 
 

The charts below describe the number and type of teaching staff, non-teaching staff, support 
staff, itinerant staff, and administrative staff at Sir James Dunn Public School.  The grade 
configuration and organization is included in the teaching staff chart. 

 

Classroom Teaching Staff 

 
Staff 
FTE JK-FDK SK-FDK 1 2 3 4 5 6 7 8 Total FTE 

Int 
Total 

1 5 8 9               22 22 22 

1       10 10           20 20 20 

1           13 16       29 29 29 

1               20 9   29 29 29 

1                 5 24 29 29 29 

5 5 8 9 10 10 13 16 20 14 24 129 129 129 
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Non-Classroom Teaching Staff 

Release F.S.L. S.E.R.T. Deaf Ed. Principal ECE 
Total 
ETFO 

Total 

Non- 
Teachin

g 
Total 
Staff   

          1   1 1   

    0.5       0.5   0.5   

      0.1     0.1   0.1   

        1   1   1   

0.44 0.52         0.96   0.96   

0.44 0.52 0.5 0.1 1 1 2.56 1 3.56   

Totals 

 
   

  Classroom Release F.S.L. S.E.R.T. 
Deaf 
Ed. 

Principal ECE 
Total 
ETFO 

Total  

Non-  
Teachi

ng 

Total 
Staff 

  

Assigned 5 0.44 0.52 0.5 0.1 1 1 7.56 1 8.56   

Allocated 5 0.44 0.52 0.5 0.5 1 1 7.96 1 8.96   

Remaining 0 0 0 0 -0.4 0 0 -0.4 0 -0.4       

 

Clerical Staff  

 
Job  

 
Hrs/Wk FTE 

Description      

ELEM SECRETARY  30 0.85714 

ELEM LIBRARY TECH 
 

9 0.25714 

Total of 2  39 1.11428 

 Educational Assistants   

Job 
 

Hrs/Wk FTE 

Description      

EDUCATION ASSIST  30 0.85714 

EDUCATION ASSIST  30 0.85714 

EDUCATION ASSIST  30 0.85714 

EDUCATION ASSIST  30 0.85714 

Total of 4  120 3.42856 

 Noon Hour Assistant Aids   

Job 
 

Hrs/Wk FTE 

Description      

NOON HR ASSIST  5 N/A 

NOON HR ASSIST  5 N/A 

NOON HR ASSIST  5 N/A 

Total of 3  15 0 
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5) Current Extracurricular Activities: 
 

The current list of extracurricular activities for the 2016-17 school year at Sir James Dunn Public 
School includes: 

• Cross Country Running  

• Soccer 

• Volleyball 

• OPHEA Conference 

• Floor Hockey 

• Basketball 

• Baseball 

• Toronto Trip in June 

• Spirit Club 

• Indoor Games Club 

• Lego Club 

• Art Club 

• Track and Field 

• Curling 

• Skating 

• Spring Running Club 

 
6) Utilization Factor/ Classroom Usage:  

 

The Classroom Utilization Factor is determined by dividing the schools Average Daily 
Enrollment (ADE) by the On the Ground Capacity (OTG).         
 
Sir James Dunn Public School’s Utilization Factor is 37%. 
 
 

c) Other School Use Profile 
 

1) Non-School Programs/ Services:  
 

Currently, the North Area Plant Coordinator has an office within the school.  

 
2) Facility Partnerships: 

 

Currently there are no facility partnerships at the school.   
 

3) Community Use of Schools: 
 

Sir James Dunn Public School does offer community use with a fee.  This is not at full cost 
recovery.  The fees are very low and therefore would not cover the costs of power water, 
supplies, maintenance, care staff, security system etc.  
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Below is a detailed schedule of the September 1, 2016 to June 30, 2017 community use 
schedule: 

 
 

Organization Purpose Attendance Spaces used 

Hours 

Permitted 

Fees 

(total fee) 

Lindsay Boal Music Lessons 8 Classroom 20.00  $   73.45  

Wawa Archery Club Youth Archery Program 35 Elementary Gym 147.00  $ 299.45  

 

Totals 167.00 372.90 

 
 

4) Child Care Availability: 
 

Currently there is no access to full day child care on site but Superior Children’s Centre does 
provide a before and after child care program within the school.   
 

Lease Terms: 
 

Currently there are no lease terms at the school.  
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Appendix A - Site Plan
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Appendix B - Floor Plan
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Appendix C - School Attendance (Boundary) Map
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Appendix E - Planning Map
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